
FAA- E- 2 6 10 
AMENDMENT -1 
April 6, 1976 

DEPARTMENT Of TRANSPORTATION 
FEOWAL AVIATION AOMlNlSTRATlON 

SPECIFIC AT ION 

TWO-BOX/FOUR-BOX 
VISUAL APPROACH SLOPE INDICATOR SYSTEM 

This  amendment forms a  p a r t  of FAA-E-2610,dated November 15,  1974. 

Page 2 ,  paragraph 2.2.1: Add the  fol lowing:  

"QQ-A-225 Aluminum and Aluminum Alloy 
Bar, Rod, Wire o r  Spec ia l  
Shapes; Rolled,  Drawn, o r  
cold f i n i s h e d  . I '  

Page 5 ,  Paragraph 3,4,1: I n  the f i r s t  sen tence  add : " prefocused" a f t e r  the 
word "Par- 64. " 

Page 7 ,  Paragraph 3.4.14: Delete  paragraph 3.4.14 e n t i r e l y  and s u b s t i t u t e  
the fol lowing:  

"3.4.14 lamp and out , fea tures , -  C i r c u i t r y  s h a l l  be provided i n  the lamp 
housing t o  au toma t i ca l ly  switch the  load of a  burned ou t  lamp t o  a  load 
r e s i s t o r  t o  i n su re  cont inued ope ra t ion  of the  remaining lamps when con- 
nected i n  s e r i e s .  The automatic  swi tch ing  device  s h a l l  be r eusab le  and 
no t  r e q u i r e  replacement a f t e r  each ope ra t ion  of the  device."  
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Page 8 ,  Par. 3.5.2: A t  t he  end of sentence 5 add the  fol lowing:  

I I w i th  a metal  base meeting paragraph 3.7.1." 

Page 9, Par.3.6,l :  Add t o  the end of t h i s  paragraph: 

'The attachment of the  power and c o n t r o l  assembly t o  the lamps 
housing u n i t s  s h a l l  be accomplished without  the need of f i e l d  
d r i l l i n g  o r  welding. Mounting of the  power and c o n t r o l  assembly 
s h a l l  be by e x t e r n a l  b racke t s  welded t o  the cabine t . "  

Page 9, Par. 3.6.2: Add t o  the  end of t h i s  paragraph: 

I I Each power and c o n t r o l  assembly s h a l l  be capable of on-off and in-  
t e n s i t y  c o n t r o l l e d  remotely. Also, each power and c o n t r o l  assembly 
p h o t o e l e c t r i c  device s h a l l  be capable of c o n t r o l l i n g  through provided 
t e rmina l s  another  s i m i l a r  power and c o n t r o l  assembly remoted 1000 f e e t .  
The e x t e r n a l  c o n t r o l  s i g n a l s  s h a l l  be 120V, 60 h e r t z , "  

Page 10 ,  Par. 3.6.3: Add t o  end of t h i s  paragraph: 

" A l l  su r f aces  of the  c o n t r o l  cab ine t  s h a l l  i n t e r s e c t  a t  90 degrees." 

Page 10, Paragraph 3.6.4.2: Delete  e n t i r e  paragraph 3.6.4.2 and s u b s t i t u t e :  

11 3.6.4.2 C i r c u i t  breaker.. A proper ly  r a t e d  two pole ,  molded case ,  
magnetic-hydraulic t r i p - f r e e  c i r c u i t  breaker  s h a l l  be provided a s  a 
main c i r c u i t  breaker  and power switch.  The c i r c u i t  breaker  s h a l l  have 
an arcquenching chamber and s h a l l  have a 1000 amp i n t e r r u p t  capac i ty  
a t  250V, 60 HZ." 

Page 11, Par. 3.6.4,6: Delete  the  second sentance and s u b s t i t u t e :  

" A l l  ope ra t ing  components s h a l l  be mounted on p r in t ed  wir ing  boards 
mounted wi th in  the  cabine t . "  

Page 11, Par. 3,6.4.9: Delkte the f o r t h  sentence and s u b s t i t u t e :  

"The meter s c a l e  s h a l l  be 90 degree wi th  0.1 ampere markings and 
r e f l e c t i v e  mir ror  ." 

Page 1 2 ,  Par. 3,6.6: Add t o  the end of t h i s  paragarph, 

" ~ x t e n d e r  boards s h a l l  be provided when plug i n  wir ing  boards (3.7.8) 
a r e  used i n  the equipment. Also one replacement w i r ing  board f o r  
each type wir ing  board wi th  a l l  components i n s t a l l e d  s h a l l  be sup- 
p l i e d  wi th  each power and c o n t r o l  assembly." 

Page 1 2 ,  Par.  3.7.2: Af t e r  " spec i f i ca t ions"  add "QQ-A-225." 
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Page 13, Par. 3.7.7: Add t o  t he  end of t h i s  paragraph,  

"The 80% de ra t ed  c a l c u l a t i o n s  and support  d a t a  s h a l l  be submitted i n  
w r i t i n g  p r i o r  t o  acceptance of f i n a l  t e s t i n g  of the Product ion Model 
(4.4.1)." 

Page 18, Par.  4.5.10: Add t o  the  end of t h i s  paragraph: 

"The output  c u r r e n t  s h a l l  be 2% of the  nominal 6.6 o r  4.5 amperes 
f o r  the  high and low i n t e n s i t y  s e t t i n g ,  r e spec t ive ly . "  




